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No. 6 Fuel Qil

intertek Testing Services Caleb Brett
Tank 2 after discharge

J148ACT2

Test Method Resuits Units
Gravity ASTM 12 4052 11.2 API @ 60F
Flash Point ASTM D 93B 2004+ / 93+ F/C
Viscosity @ 122F ASTM D 445/2161 387.6 /182.9 ¢St/ SFS
Pour Point ASTM D 97 +43 / +6 F/C
Water by Distillation ASTM D G5 0.10 % Volume
Sediment by Exlraction ASTM D 473 042
Sulfur ASTM D 4294.98 0.791 % Weight
Ash ASTM D 482 0.031 % Weight
Nitrogen, Chemiluminescenc ASTM D 5762 % Weight
Vanadiurm, Organic Dilation ASTM B 5863B 44 mg/kg
Sodium, Organic Dilution  ASTM D 38638 6 ma/ke
Heat of Combustion ASTM D 240 18,424 BTU's/pound
Heat of Combusiion Contversion 152,141 BTU's/gallon
Asphaléenes 1P-143 %o Weight
Conradson Carbon Residue ASTM 1D 159 155 % Weight
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